Translation
' EU-Type Examination Certifi “E;te

2 Equipment intended for use in potentially explosive atmospheres
Directive 2014/34/EU

3 EU-Type Examination Certificate Numbar: BVYS 18 ATEXE 037 X

4 Product: Luminaire Type ExLin **-* G*5 *** *}*
& Manufacturer: Cooper Crouse-Hinds GmbH
8 Addrass: Neuer Weg-Nord 49, 69412 Eberbach, Germany

7 Thiz preduct and any acceptable variations therato are specified in
the documents referred to therein.

<] DEKRA EXAM GmbH, Motified Body number 0158, in anﬁqrdaﬁc.a ‘with Arti
2014/34/EU of the Eurnpaan Parliament and of the Council, dated 26 Fahruar:.r 2014
product has been found to comply with the Essantial Health and Safety Hafqulre
design and construction of products intended for use in potentially emmsm
Annex |l to the Directive, {
The examination and test results are recorded in the confidential Repcrrt Mo, B".I'Ei P

8 The Essential Health and Safety Raquuremm:a are- Elﬂﬁurad in cunsnderatmn o\"

EN IEC 60079-0:2018 General uqulmanu f'r |
EN 60079-5:2015 Powder Filling *q" 1
EN IEC 60079-7:2015% A1:2018 Increased Safety *a” J
EN 60079-11:201 Intringic Safety i :

EN 60079-28: zu Optical .-.cmiuq “op m.wm-

Excapt in raspoet p'ﬁfu‘]mé,fequlramenm Ilstad unuar iiym, 13 of rh.n appandw .l"
_|'.' K .- |'

10 If the =ig oemﬁm’ne numbar it Jrrducatas lhatma prod to ‘the
Special Cnndiﬂ?iqi h?;pem 51 in the appendix o ﬂ:imem"ﬁcale /i a, | |/
,l _|".|".r of iy
11 This EU-Type éiem‘ll I Iﬁcata relates only to the' demgn and mnsh‘udﬁn* ' the specified
product. Further/req; the D:recp’ve app}y to the mnuracmrmg prufahn Bnd HHPF'l'i’ of this
product. Thq?ﬁﬁuré,fn ay w ; i i

12 :

E 126 Ex a'l': ib dP & q llc'fx'ﬁli'

DEKRA EXAM GmbH . :

Bochum, 2018-10-15 ' j -

Signed: Jarg Koch Signed: Dr Michael Witiler
Certifier Appraver
Paga { of 4 ol ENS 1B ATEXE AT X

Pyt This cerificate may oely be reproduced in it ensrety and without any change.

B DREKRA, ExAM GmbH, Dinnendahlsirasse 5, 44808 Bochum, Germany,
bieghCre +49 234 3856-105, fax +45.234, 686-110, 2-examidekra.com
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Appendix

EU-Type Examination Certificate
BVS 18 ATEXE 03T X

Product description

Subject and type
Luminaqu Tj‘pﬁ ENL'H i G-E :: ::
3L-1= 2400 Im T
4L-1 = 3600 Im
SL-1 = 4800 Im
5L-2 = 4800 Im {2 modules 2400 Im)
TL-2 = 7200 Im (2 modules 3600 Im)

pane material:
G =glass
transparancy: jg"‘
C =clear I
F = frosted
reflector:
& = standard (without reflactor)

Additional specifications without influence
on explosion protection :
(e.g. colour randering index, mhwtamperama}
Wiring
1/6 = without through=wiring
216 = with through-Wiring

Description ./

The Luminaire f;:;‘ga
of protection Ifcregss
BvS 18 ATE;{ i

. - ousing made
-; .eb". One or twiy LED modules type = 7 ™
Tedp. [ECEx BVS 18.00251 ‘are attache l_n,therﬁmg
q.ru‘lapfastx: housing with giass pane

GFEK? *- muasweuramnr,rpunfpmmmnnye cioSUrE
5 by the separately certified Driver Modle Tﬂ:af i
015/ resp, chWSﬂmnau:nfmsorpmmm'em
and anduFIth il I.h il
The electrical ubm'llechhﬂ bai:mm“ﬁm ousiig and LED module is done uia H-‘nwmmt
carried out in wpvdaf qmﬂa&&} mmﬂ ‘Saféty "eb”,

Parimahn ’

15.3.1 Elactrmardata

input voltage ! ﬁp 110V upto. 2?’; , ﬁﬂﬁbﬂzw
oc Hi}Muptu 27

power 22 W/ 33W 145 W67 W,
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This certificate may only b raproduced in its ensmty and withoul any changs.

DEXRA EXAM GmbH, Dinnendahistrasse 9, 44300 Bochum, Garmary,
telephone +45 2 34, 3586-108, fax +46. 234 3636-110, rs-examifjdekra.com



Depending on the type of the luminaire the LED modules are supplied l:n,-
driver module (type gTEK™). The drivers match with the LED madules. D to that fact th
standard driver for each type of luminalre or optionally the use of the driver higher

SL-2

¢ LED-module 24 ** = ===

qTEK 20° - * (Mid Power)

apmprhw 3

lminaire LED-madule standard driver
aL-1 1x LED-module 24 = *** [ gTEK 10* - * {Low Power) oTEK 20* -
TEK 30*- *
AL 1x LED-module 36 ** **** | qTEK 20" - * (Mid Power) | .
5L-1 1x LED-module 48 ** * *** | qTEK 20° - * (Mid Power) | 9TE -t

7L-2

| 2x LED-module 35 ** * ™

qTEK 30° - * (High Power)

15.3.2 Thermal data
Permitted temperature range -40 “up to +55 °C
Temperatura class T4

Report Number il .
BVS PP 18.2158 EU, as of 2018-10-15 o i '

Special Conditions for Use

17.1  The pemitted ambient temperature range of the Lmnmaum Typa Eme et |

is -40 *C up to +55 *GC, / . {
For ExLin 3L-1 G*S * 26, ExLin 52 G*S ** /6 I i
Connection cables and cable glands wifh a pemmslhhe operaﬂrﬁg Iaan'bp-ara

85 °C must be used. ¢ ForE |
Far ExLin 41_-136-5 4% 216, ExLin 5L-1.G*S *** 2i8 E;-tLLn n,;e G‘$"" 2 "I !
Connection and cahla glanﬂs mﬂ'[ a penmsslla]a :anerahng rempa

17.2

Bﬂ‘cn}-uﬁ”;;d

17.3 The Iumlﬁpl;ﬂ%unlrmcleaned mtl'radampm i, 1111 /

17.4  Driver moddle and L £D module shal anly be used in mwﬂg combinations ;‘f “,f

Lumidifd| L modde Standard driver module | | optional -fr i
LAy IﬁD—Mudul 247 | qTEK AD" - *{Low Power) Pr.'r_«'-ﬂaTJ

III-'II _' ] . qT-Eém- uIHﬂrhpluw!iL
4L-{n|. f h&éammm /| GTEK 20° - = [Iid Power) 10 I
AT ,;m = : - “T'F}K'aa

= 1 3 K 20* == [Mid Power)

I W'Eﬁ-,'uloﬂ a, g q]’E 20 (Mid er) il

,qrﬂ:,-:zn*fﬂwpgmm;}

Essential Health a:nd Sal‘al‘.y R.equimnintl

The Essential Health and Safety Hequnrernemtx are mvered I:u_.r the slanmrds listed undér jtem 9.
Far this produst is the standard IEC 60079-0:2017 Ed. 7.0 in terms of safaty aqq.liﬁleﬁtlu'ma
harmonized standard EN 80079-0:2012 + A11:2013.
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DEERA EXAM GmbH, Dinnendshistrasse B, 44809 Bochum, Germany,
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19 Drawings and Documents
Drawings and documents are listed in the confidential report.

We confirm the correciness of the translafion from the German original.
In the case of arbitration only the German wording shall be valid and binding.

DEKRA EXAM GmbH
Bochum, dated 2018-10-15
BVS-HkNu A 20170968
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