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Translation 

1st Supplement to the 
EC-Type Examination Certificate 
Equipment and protective systems intended for use 
in potentially explosive atmospheres - Directive 94/9/EC 
Supplement accordant with Annex Ill number 6 

No. of EC-Type Examination Certificate: BVS 13 ATEX E 013 X 

Equipment: Terminal box type GHG 72 *** *** **** 

the appendix to this supplement. /~~//1/j/j/j 1/ j 11 

The certification body of DEKRA EXAM GmbH, notifiedbody_n9.·-9.15a in _.a<f~OJB~pce with Artidle l~f. . 
the Directive 94/9/EC of the European Parliame. nt an~,tl:l,e C<?~h9.· ~~·-~f12,3M?Jp,t}~1

1 ~1/~ertlfies ,tha~mi,s . 
equipment has been found to comply with the Es~ent~;f.!~al~~ ;<31'J~, ' fjaf~tY//}~ 1 ,9treh:tents, relafing ;t<>.: 
the de_sign and constructi?n o~ equipment ~. a. nd ir9tj:c.. ti~~;~y~J~)~' '' '~· ~~. ~~ of~{JSfr, ln pote~~i,a., \lr. ! f 
explostve atmospheres, given In Annex n to tp~ .qJ~,e'c,iJ'(e!Jl))¥~ I ~0\( u I tys,t ' r,esu~r, J8,r~ ; 
recorded in the Test and Assessment Report jjVS ·PJ:.·1~~?9Jft>E~¥ '!//; /I / /;; /r; 1 I !I 1/ · · · · 

. . ' 1/tl//ij//; 1/1 111 11 1/,i ,~,, jl//1 

EN 60079-0:2012 + A11:2013 General r~~~~r~~:~~~%~ ~~j!;)/)j/./,ljj 
EN 60079-7:2007 Increased sa~~ty 'ei 1 /; // 1

/ ';
1 111 /i /i 

EN 60079-11:2012 Intrinsic sa(ety ?i.'' '// 1 , 001 '/t~0 ;J,I 1// lt 
EN 60079-31:2014 Protection by enci<?~Y/ ~'i ';; ://,:lt/ll,ll/ I 

1 , 1 1 1f.!j; 1 I f, 1 : 1 1 1 1 1,. I 

1 
' { I/;// ~ /1 I I I ;,, ,,,,,.,, 

If the sign "X" is placed after the certificate number, i ,lndic'atesrt t tneiequipmeryt ·1s .s~bject' to,specfal· 
conditions for safe use specified in the appen~ix to fhis_~~~f~~~t~;'~/; / f! //I I /f f;l/~1/.'j /. i;/t/J 1/111 /I/ 
This supplement to the EC-Type Examination Certificate relates- only to the de$lgn; examination and 
tests of the specified equipment in accordance to Directive 94/9/EC. · , 1 1 , , ' • • • • • • ·: ., · • 1 

Further requirements of the Directive apply to the manufacturing process · and 'supply . of this 
equipment. These are not covered by this certificate. 

(12) The marking of the equipment shall include the following: 

® 11 2G Ex e* IIC T 4 I T5 I T6 Gb 

® 11 20 Ex tb me raooc 1 T95°C Db 
*)Optional the marking can be amplified with the types of protection of the 
separately certified components, for example "d", "e" , "mb" and/or " ialib". 

DEKRA EXAM GmbH 
Bochum, dated 2015-08-03 

Signed: Simanski 

Certification body 
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Signed: Dr. Wittier 

Special services un it 

({ DAkl<S 
This certificate may only be reproduced in its entirety and without any change. 

-·"" <'1\J"""~IUM 
on:~o'oo 

DEKRA EXAM GmbH, Dinnendahlstrasse 9, 44809 Bochum, Germany, 
telephone +49.234.3696-105, Fax +49.234.3696-110, zs-exam@dekra.com 



(13) 

(14) 

(15) 

Appendix to 

1st Supplement to the EC~Type Examination Certificate 
BVS 13 ATEX E 013 X 

15.1 Subject and type 

Terminal box type GHG 72 **1
> *** ****2

> 

1
> Version 

Plastic version (I x w x d) 

10 = (165 x 165 x 131) mm 

11 = (285 x 165 x 131) mm 

Aluminium version (I x w x d) 

30 = (220 x 120 x 80) mm 

31 = (280 x 230 x 90) mm 

32 = (400 x 230 x 90) mm 
2

> not Ex~relevant 

15.3 Parameters 

Electrical parameter 

Nominal voltage 1
> 

Nominal current 2> 

Terminal cross~section 

up to 
up to 
up to 

690 
200 

95 

1
> Dependent on the used terminals, as well as the relevant creepage d istances and clearances 

according table 1 of EN/IEC 60079~7. 
2> Dependent on the used terminals, as well as terminal cross~section and the number of single 
leads. 

Page 2 of 4 of BVS 13 ATEX E 013 X I N1 
This certificate may only be reproduced in its entirety and without any change. 

(( DAkkS 
~""~ 
-'·11.'Ht4ill• "CU I ... 
o :r . ltJ<;,, ,)~ .cl 

DEKRA EXAM GmbH, Dinnendahlstrasse 9, 44809 Bochum, Germany, 
telephone +49.234.3696-105, Fax +49.234.3696-110, zs-exam@dekra.com 



Max. Power dissipation for Enclosure Plastic version 10 = (165 x 165 x 131) mm: 

Max. ambient temp. T6 T5 \ 

40 oc 16W 22W \ 
55 oc 10W 16W 1 

Max. Power d1SS1pat1on for Plast1c vers1on 11 = (285 x 165 x 131) mm: 
I 

Max. ambient temp. T6 T5 

40 oc 24W 33W 

55 oc 15W 24W 

111' 
Max. Power dissipation for Aluminium version 30 = (220 x 120 x 80) mm: /1!!/i!IJ//.ii 

_I' 

Max. ambient temp. T6 _/TS .. . ,, . 
'I ' 

40°C 19W ./' 26W I I . 

55 oc 11 w 19W .. ' 
"' 

.. I 'I 
I 

*Only for use of components in type of protection Intrinsic Safety "i". 

(16) Test and Assessment Report 

BVS PP 13.2033 EG as of 2015-08-03 

{( DAkkS 
0!11: • .. ~ 
1\.U..Ooot .l\f:U d " 
'1 7 ..... c.,c.... 
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(17) Special conditions for safe use Installation instructions 

17.1 The used empty enclosure made from the material SMC 0190 RAL 7035 is only permitted 
to use in Zone 1 and has to carry the following warning "Clean with moist cloth only". 

17.2 When mounting the separately certified terminals into the separately certified empty 
enclosure, the clearances and creepage distances in accordance with table 1 of 
EN/IEC 60079-7 have to be fulfilled. 

We confirm the correctness of the translation from the German original. 
In the case of arbitration only the German wording shall be valid and binding. 

DEKRA EXAM GmbH 
44809 Bochum, 2015-08-03 
BVS-Hk/Mu A 20150453 

(( DAkkS 
OoNI.Io("'~ 

1\,k}redi~CI~'lt-~ 

0 7£1JO(f;0' 00 

~J 
Certification body 
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